Report of Analysis

' Cllent Sprague Energy Corporatlon _

.Clierit_ Reference Number:

Job Location: Bostor& MA, USA none
: Vessel: Sprague Prowdence Ri
Our Refemnce Number: US120«0004693 BRI
Lab Reference Numher 2010 BOST 000050 -
Description Method Test Result Units
#4 Fuel Qil Blend  03-Mar-2010  45% (Tk 2) 7 55% (Tk 6) Handblend
2018-BOST-000050-001 ASTM D4052 AP| Gravity @ 60°F 20.6 cAPY
ASTM D445 Kinematic Viscosny @ 104 °F/ 40 °C 22.84 mmds
ASTM D2181 Sayboﬁ Universal V|sc05!ty 110.0 SuUs
ASTM D4294 Sulfur Content 0.547 Wt %
ASTM D93 Procedure Used A o _
Corrected Flash Point 186 °F
ASTM D§7 Upper Pour Point -15 °C
Upper Pour Point 5.0 °F
ASTM D482 Ash@ 775°C 0.024 Wt % o
ASTM D473 Sedlment by Exirachon 0.01 ‘Mass %
ASTM D95 \_/\{a_;te_r Content 0.0 ) Vai%
ASTM D1796 Water and Sediment 0. 05 Vol %
ASTM D249 Gross BTU -18 _ 38854 BT/
LBS FER U S GAL 7.747 ib/gal
Gross BTU Ga( (Ca(culated) 145752 BTU/gal
ASTM D5762 Nltrogen Content 0.24 Wt %
ASTM D5863 Procedure Used B o
¢ Vanadium Content 11 mg/kg
Sodium Content 8.0 mg/kg
P 143 Asphaltene Ceﬂ:ent N 1.9 W%
ASTM D189 Conradson Carbon Residue 1 0.49 Wt %
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